CHAPTER 00456

ADDENDUM NO. 6

January 20, 2005

EDUCATIONAL OUTREACH BUILDING
Project No. 10623
Capital Projects Office
University of Washington
RFP Release Date: September 24, 2004

REQUEST FOR DESIGN-BUILD PROPOSALS
The University of Washington, herein “University”, amends its Request for Design-Build Proposals and any and all previously published addenda to the RFP as indicated herein below:

ADDENDA ITEMS

6-1 Re: RFP Performance Requirements, Chapter 111-Facility Performance, Performance, par. A.5.g. Indoor Environmental Quality, page 111-3.

Omit item 7.1 and replace with:

7.1) Thermal Comfort, Comply with ASHRAE 55-1992: Required

6-2 Re: RFP Performance Requirements, Chapter 111 – Facility Performance, Performance, par. B.1., page 111-4.

Omit Interior Conditions Table and replace with:

<table>
<thead>
<tr>
<th>Interior Conditions</th>
<th>WINTER DESIGN</th>
<th>SUMMER DESIGN</th>
</tr>
</thead>
<tbody>
<tr>
<td>Occupied Spaces</td>
<td>70 deg F plus or minus 2 deg F, 30% RH minimum</td>
<td>75 deg F plus or minus 2 deg F, 50% RH max</td>
</tr>
<tr>
<td>Mechanical/Support Areas</td>
<td>60 deg F plus or minus 2 deg F</td>
<td>80 deg F plus or minus 2 deg F</td>
</tr>
<tr>
<td>Communication Rooms</td>
<td>70 deg F plus or minus 2 deg F, 30-55% RH</td>
<td>70 deg F plus or minus 2 deg F, 30-55% RH</td>
</tr>
<tr>
<td>Electrical Rooms</td>
<td>80 deg F plus or minus 2 deg F</td>
<td>80 deg F plus or minus 2 deg F</td>
</tr>
</tbody>
</table>

6-3 Re: Addendum 5, Chapter 00455, Item 5-15, “Is handicapped van parking outside garage acceptable?”

Delete response and replace with:

Yes, handicapped van parking outside the garage is acceptable.
6-4 Re: Addendum 5, Chapter 00455, Item 5-37, “Please confirm that handicap van parking does not need to be accommodated within the parking garage.”

Delete response and replace with:

Handicap van parking need not be accommodated within the parking garage but must be provided on site.

END OF ADDENDUM NO. 6